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INSTALLATION NOTES:

I ALL PLASTIC. PIPE.TOBE INSTALLED ACCORDING
TO THESE DETAILS UNLESS OTHERWISE NOTED OR DETAILED.

2. THE PORTLAND CEMENT CONCRETE USED FOR THRUST BLOCKS
SHALL BE 470-B-2000 CONCRETE.

3 ALL ANCHOR RODS SHALL BE .GALVANIZED STEEL WITH MIN.
OF 172" INCH IN DIAMETER (WRAP PED AROUND PIPE).

4. SIZE OF THRUST BLOCKS SHALL BE SPECIFIED IN THE

CONTRACT DRAWINGS.

5 THESE THRUST BLOCKS SHALL BE USED FOR PLASTIC
PIPES WITH 3" DIAMETER OR LARGER.
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