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NOTES 
I LOCATION 

a. Parkway area 
At each tree more than IO feet center to center 

b. Back of sidewalk ,. 
Pole to be within 2 feet and not in sidewolk orea 

c. Any other location must be approved by Cl T-Y 

m 
ENGINEER 

(D 2 POLE ” 
co 
% _$EsTION A-A 

0. 2;” Diameter pipe and fittings shall be golvani- 
__ --r_nz zed, standard wt. (sch.401 steel pipe 

-& b. Painted green or brown 
c. Electrical wires within pipe 

3 ELECTRICAL OUTLET BOX 
o. Lockable, waterproof and galvanized 
b. 8 feet above sidewalk grade 

4 ELECTRICAL CONDUIT 
Waterproof with no splicing within public 
property 

5 PULLBOX 
jidewalk Grade Installed flush with sidewalk grade conveniently -- __ 

located adjacent to pole 
6 All work shall be constructed in accordance with 

the latest standard specifications except as other- 
wise noted hereon 

7 Reference to other Standard Plans 

D-Q@!A~ R E A DY B -3674, S-450-0, S-451-0, S-452-O 
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