ORDINANCE NO. 185490

An ordinance amending Section 91.8605 of Division 86 of Article 1 of Chapter IX of the Los Angeles Municipal Code to update the standards applicable to temporary emergency homeless shelters established in response to the City's declaration of a shelter crisis pursuant to California Government Code Section 8698, et seq.

THE PEOPLE OF THE CITY OF LOS ANGELES
DO ORDAIN AS FOLLOWS:

Section 1. Section 91.8605 of Division 86 of Article 1 of Chapter XV of the Los Angeles Municipal Code is amended in its entirety to read as follows:

SEC. 91.8605. EMERGENCY HOMELESS SHELTERS.

91.8605.1. Applicability of Standards. The provisions and standards set forth in Section 91.8605.2 shall be applicable to any emergency shelter for the homeless located in new or existing buildings or structures that are established pursuant to the declaration of a shelter crisis under Section 12.80 of the Los Angeles Municipal Code.

91.8605.2. General. Notwithstanding any provisions of this Code to the contrary, the following requirements shall apply to emergency homeless shelters operated during a shelter crisis, as provided for in Government Code Section 8698, et seq. Other than the requirements set forth below, the facilities need not comply with the requirements of this Code for Group R occupancies unless otherwise specified in this Code:

1. The maximum occupant load allowed in these facilities shall be the number determined appropriate by the professional service provider operating the facility and be computed at a rate of 70 square feet for the first occupant and 50 square feet for each occupant thereafter. The Superintendent of Building, with concurrence with the Fire Department, may grant an increase of occupant load provided that an aisle, seating, furniture, and fixed equipment diagram, substantiating the increase in occupant load, be submitted and approved pursuant to Section 91.8605.3 of this Code. Such diagram shall be posted on site for each level where occupant load increase is granted.

2. Fire Safety Requirements.

   A. Means of egress shall comply with Section 57.1001 through Section 57.1031 of Article 7 of Chapter V of the LAMC.

   B. Smoke alarms shall be provided in all sleeping areas and shall be installed in accordance with Article 7 of Chapter V of the LAMC and CBC Section 907.2.11.
C. A fire alarm system capable of arousing occupants shall be installed in accordance with Article 7 of Chapter V of the LAMC and CBC Section 907.1.

D. The use of any open flames and the possession or storage of any combustibles shall not be permitted.

**EXCEPTION:** The Superintendent of Building may approve the use of open flames and storage of combustibles in these buildings with concurrence of the Fire Department.

E. Sleeping quarters shall be limited to the ground floor only.

F. Automatic fire sprinklers shall be provided for new and existing buildings or structures as required per Article 7 of Chapter V of the LAMC and CBC Section 903.

G. New shelter buildings or structures shall be located in accordance with the requirements of Table 602 of the CBC, based on the fire-resistance rating of the exterior walls for the proposed type of construction.

H. Portable fire extinguishers shall be provided per Article 7, Chapter V of the LAMC and Title 19 of the California Code of Regulations.

I. Tents and membrane structures shall comply with Section 57.3101 through 57.3104 of Article 7 of Chapter V of the LAMC, and California Code of Regulations, Title 19, Division 1, Chapter 2, Sections 303, 310, 312, 315, 316, 317, 319, 320, 321, 324, 325, 326, 332, 334, 335, 340, and 341. Tents and membrane structures shall be limited to one level located at the level of Fire Department vehicle access road or lane.

J. All interior finishes shall comply with Sections 57.803 and 57.804 of Article 7 of Chapter V of the LAMC.

K. Fire Department access to building and premises identification shall be in compliance with Sections 57.503, 57.504, and 57.505 of Article 7 of Chapter V of the LAMC.

3. **Light, Heating, Ventilation and Sanitation.**

A. Exterior openings for natural light and ventilation shall be provided as required for Group R occupancy, CBC Sections
1203 and 1205; exterior openings for artificial lighting shall be provided per CBC section 1205.3; and exterior openings for mechanical ventilation shall be provided per the California Mechanical Code.

B. All sleeping areas shall be provided with heating facilities capable of maintaining a room temperature of 70°F at a point 8 feet above the floor.

C. Every building shall be provided with at least one water closet and one bathing facility for every 15 occupants of each sex. Bathing facilities shall be provided with heating equipment that shall be capable of maintaining a temperature of 70 degrees F within such facilities. Lavatories shall be provided and maintained in or adjacent to the toilet facilities.

D. Kitchen facilities, where provided, shall comply with applicable sections of Chapter IX of the LAMC and CBC Section 1208. Where kitchen or cooking facilities are not provided, all food shall be catered or delivered on site.

E. All garbage, kitchen waste and rubbish shall be deposited in approved covered receptacles, which shall be emptied when filled and the contents shall be disposed of in a sanitary manner.

4. Structural Requirements.

A. The structural design for the shelter shall comply with the provisions of this Code unless determined otherwise by the Superintendent of Building pursuant to Section 91.8605.3 of this Code. All structural design documents, where deemed necessary, shall be prepared and stamped by a licensed engineer or architect registered in the State of California.

B. Shelters shall not be located in existing, substandard buildings subject to mandatory earthquake hazard reduction requirements such as:

- Unreinforced masonry (URM) buildings,
- Wood-frame with soft, weak or open-front walls,
- Non-ductile concrete buildings
5. **Additional Requirements.**

A. Operating procedures including a security plan and service requirements shall be developed by the professional service provider and shown to be consistent with the standards imposed by the Los Angeles Homeless Service Authority (LAHSA) service agreements. These procedures shall be designed to maintain order and safety within the Emergency Homeless Shelter.

B. Emergency homeless shelters required to be accessible must be in compliance with Title 24 of the CBC, Chapters 11A and 11B and federal standards for accessibility, whichever is more stringent and/or the US Access Board Final Guidelines for Emergency Transportable Housing.

91.8605.3. Alternative compliance and/or slight modifications in individual cases, that are reasonably equivalent to the building ordinances of the city and regulations under Articles 1 through 8 of Chapter IX of the LAMC may be granted by the Department pursuant to Section 98.403.1(a)10 of the LAMC.

Sec. 2. **URGENCY CLAUSE.** The City finds and declares that this ordinance is required for the immediate protection of the public peace, health, and safety for the following reasons: The measures contained in the ordinance are designed to protect those without shelter from the life-threatening impacts related to homelessness, including but not limited to exposure to extreme temperatures, weather conditions, and communicable diseases. The City of Los Angeles is already in the midst of a shelter crisis, with the City Council having formally declared a shelter crisis under California Government Code Section 8698, based on a finding that a significant number of homeless people in Los Angeles are without the ability to obtain shelter, resulting in a threat to their health and safety. In order to address the threat to the health and safety of the homeless there must be an increase in the number of shelters available to the homeless to find refuge. For all of these reasons, this ordinance shall become effective upon publication pursuant to Section 253 of the Los Angeles City Charter.

Sec. 3. **SEVERABILITY.** If any portion, subsection, sentence, clause or phrase of this ordinance is for any reason held by a court of competent jurisdiction to be invalid, such a decision shall not affect the validity of the remaining portions of this ordinance. The City Council hereby declares that it would have passed this ordinance and each portion or subsection, sentence, clause and phrase herein, irrespective of the fact that any one or more portions, subsections, sentences, clauses or phrases be declared invalid.
Sec. 4. The City Clerk shall certify to the passage of this ordinance and have it published in accordance with Council policy, either in a daily newspaper circulated in the City of Los Angeles or by posting for ten days in three public places in the City of Los Angeles: one copy on the bulletin board located at the Main Street entrance to the Los Angeles City Hall; one copy on the bulletin board located at the Main Street entrance to the Los Angeles City Hall East; and one copy on the bulletin board located at the Temple Street entrance to the Los Angeles County Hall of Records.

Approved as to Form and Legality

MICHAEL N. FEUER, City Attorney

By

ADRIENNE KHORASANEE
Deputy City Attorney

Date April 12, 2018

File No. 15-1138-S30

I hereby certify that the foregoing ordinance was passed by the Council of the City of Los Angeles, by a vote of not less than three-fourths of all its members.

CITY CLERK

MAYOR

Ordinance Passed 04/17/2018

Approved 04/17/2018

Published Date: 04/20/2018
Ordinance Effective Date: 04/20/2018
Council File No.: 15-1138-S30